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City of Augusta

 

Mr. Lionel Cayer, City Engineer

 

One City Center

 

Augusta, Maine 04330

  

Subject:

 

Stormwater Report

  

BADJ Properties, LLC.

  

79

 

Lipman Road

  

Dear Lionel,

  

E.S. Coffin Engineering & Surveying has completed the hydrologic calculations for BADJ 
Properties, LLC. for their project located at 79 Lipman Road in Augusta.  The parcel of land is 
identified as lot 22 on tax map 53 in the City of Augusta tax maps.  The six acre parcel is located 
at 79 Dalton Road and is on the east side of the road.  The applicant is proposing to develop the 
parcel into a staging area for processing scrap metal.  Scrap metal will be trucked to the site and 
then sorted before being put on rail cars to be transported out of the state.

  

This project must comply with the Industrial Stormwater standards of the Department of 
Environmental Protection (DEP).  These rules deal with not allowing dirty water to leave the 
site.  We have incorporated a grease/oil separator on the site to comply with the DEP.  The City 
of Augusta’s Land Use Ordinance states that the amount of flow (stormwater) in the post-
development condition must be equal to or less then the flow in the pre-development 
condition for the 2-, 10-

 

and 25-year peak storm events.  

  

Modeling assumptions:  The “Hydro-Cad” computer program was used to determine the peak 
storm water runoff for the pre-

 

and post-development conditions.  Hydro-Cad is a storm water 
modeling system, which utilizes the TR-20 method developed by the Soil Conservation Service 
(SCS).

  

The design assumptions used for this project are:

  

Design storm:  24 hour, Type III rainfall distribution.

   

Rainfall: 

 

24-hour precipitation values from U.S. Weather Bureau Technical Release 

   

No. 40:

   

2-year storm = 3.0 inches

  

10-year storm = 4.4 inches

  

25-year storm = 5.1 inches

 



    
Site specific parameters for the project are listed below:

   
Soils:

 
Soils information to determine the hydrologic soil group for the site is

 
derived 

from the Soil Survey of Kennebec County by the United States Department of 
Agriculture Soil Conservation Service.  The soils and hydrologic group are listed 
below:

   

Soil Classification

 

Hydrologic Group

  

       Limerick

 

(Lk)

 

“C”

  

Paxton-Charlton (PeC)

 

“C”

  

     Windsor (WmC)

 

“A”

  

      Winooski (WN)

 

“B”

   

Ground Cover:

    

Pre-Development:

 

The existing watershed ground cover is modeled as 
impervious, lawn, meadow

 

and

 

woods.

    

Post-Development:

 

The proposed watershed ground cover is impervious, lawn, 
meadow

 

and woods.

   

Cover Description

 

Curve Number:

  

Impervious

  

98

  

Lawn

 

“A”

  

39

  

Lawn “B”

  

61

  

Lawn “C”

  

74

  

  Woods “A”

  

30

    

Woods

 

“B”

  

          55

  

  Woods “C”

  

70

  

One-acre lots

  

68

  

Results:

 

The project will result in an increase of 94,935 sf of impervious area.  These

 

results are shown 
on the Hydro Cad output sheets enclosed at the end of the report.  There are two distinct 
points to where stormwater runoff flows; an existing pond (SP2) on site and a 30” diameter cast 
iron pipe (SP1) that flows under the railroad tracks to the west.  The stormwater from SP1 then 
flows to the south parallel to the railroad tracks approximately 770’ to a 42” diameter CMP.  
The 42” diameter CMP extends to a catch basin on Cives Steel site before exiting to the 
Kennebec River.

  

There are additional flows that enter the site through an 18” diameter corrugated metal pipe 
under Lipman Road.  This area labeled as Sub Area #6 contains 16.6 acres of land consisting of 
residential house lots, woods and impervious areas from roads.  The flow from this pipe ends 
up in the pond located on the north side of the site for both the pre-

 

and post-development.

   



    
Pre-development:  

 
The hydrologic study evaluates a portion of the parcel

 
that includes:  impervious (31,395

 
sf),

 
lawn (15,245

 
sf) and woods (171,440

 
sf)

 
and is broken down into three

 
drainage areas

 
(see plan 

entitled “PRE”).  The peak flows for the 2-, 10-

 
and 25-year events (see node labeled “SP1”) in 

the

 
pre-development condition are 0.10

 
cfs (cubic feet per second), 1.23

 
cfs and 2.25

 
cfs.  The 

peak flows for the 2-, 10-

 
and 25-year events (see node labeled “SP2”) in the pre-development 

condition are 3.19 cfs, 12.78

 
cfs and 18.89

 
cfs, respectively.  

  

Post Development:

 

The proposed site (see plan entitled “C-1”) will be comprised of impervious area (126,330

 

sf) 
and

 

lawn

 

(91,750

 

sf).  The post-development is broken down into seven

 

drainage areas

 

and is 
shown on the plan entitled “POST”.  Summary tables showing the input values and resulting 
peak flows for subcatchments

 

and

 

reaches are also included at the end of the report.  In the 
post development condition, the 2-, 10-

 

and 25-year events for “SP1”

 

yield 5.01

 

cfs, 9.48

 

cfs and 
11.84

 

cfs.  The peak flows for the 2-, 10-

 

and 25-year events for

 

“SP2” in the post-development 
condition are 3.70 cfs, 13.80

 

cfs and 20.11

 

cfs, respectively.  See tables below for results.

  

PRE-

 

& POST-DEVELOPMENT HYDROLOGIC RESULTS (SP1)

  

Event

 

Pre-Develop.

 

Post-Develop.

 

Difference

  

   2 year

 

  0.10

 

cfs

   

5.01

 

cfs

 

+

  

4.91

 

cfs

  

  10 year

 

  1.23

 

cfs

 

  9.48

 

cfs

 

+  8.25

 

cfs

  

  25 year

 

  2.25

 

cfs

 

11.84

 

cfs

 

+  9.59

 

cfs

  

PRE-

 

& POST-DEVELOPMENT HYDROLOGIC RESULTS (SP2)

  

Event

 

Pre-Develop.

 

Post-Develop.

 

Difference

  

   2 year

 

  3.19

 

cfs

 

  3.70

 

cfs

 

+

  

0.51

 

cfs

  

  10 year 

 

12.78

 

cfs

 

13.80

 

cfs

 

+

  

1.02

 

cfs

  

  25 year

 

18.89

 

cfs

 

20.11

 

cfs

 

+  1.22

 

cfs

  

Conclusion:

 

By comparing the node labeled “SP1”, which is essentially the 30” diameter cast iron (CI) pipe

 

in 
the post-development condition and in the pre-development condition, the results show that 
there will be an increase

 

in flow for the three peak storm events.  This is to be expected with 
the existing

 

primarily wooded parcel being developed.  There are also minor increases in flow

 

for the three peak storm events flowing to

 

SP2 (on-site pond).  

          



    
Normally the method to treat stormwater would be to install a detention pond to detain runoff 
from leaving the site.  The drainage system would

 
accommodate flows for the 2-, 10-

 
and 25-

year 24-hour peak storm events.  This methodology would be counterproductive due to the 
positioning of the project within the watershed.  Detaining runoff from the project

 
will allow 

upstream flows to merge together and enter the stormwater system at approximately the same 
time causing greater volumes of runoff

 
and thus creating more erosion downstream.  The 

proper approach is

 
to direct the runoff from the project immediately

 
towards the Kennebec 

River

 

before the remainder of the watershed goes through.  This will cause the peak storm 
events within the watershed to not line up causing flooding downstream of the project.    

We are asking for a variance in regard to stormwater

 

runoff for this project due to its proximity 
to the Kennebec River

 

as well as the 30” diameter CI pipe having a capacity of over 55 cfs.  The 
maximum flow through this pipe is 11.84

 

cfs, which is less than 22% of the capacity of the 30” 
CI pipe for the 25-year event.  If you should have any questions or concerns, please do not 
hesitate to contact me at 623-9475.

  

Respectfully submitted,

  

James E. Coffin, PE
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Time span=5.00-20.00 hrs, dt=0.05 hrs, 301 points
Runoff by SCS TR-20 method, UH=SCS, Weighted-CN

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=194,220 sf   14.94% Impervious   Runoff Depth>0.10"Subcatchment 1S: Sub #1
   Flow Length=580'   Tc=18.1 min   CN=52   Runoff=0.10 cfs  0.037 af

Runoff Area=23,860 sf   9.93% Impervious   Runoff Depth>0.56"Subcatchment 2S: Sub 2
   Flow Length=165'   Tc=10.3 min   CN=68   Runoff=0.28 cfs  0.025 af

Runoff Area=723,930 sf   7.22% Impervious   Runoff Depth>0.31"Subcatchment 6S: Off-Site Drainage
   Flow Length=1,426'   Tc=17.1 min   CN=61   Runoff=3.00 cfs  0.435 af

Avg. Flow Depth=0.08'   Max Vel=2.14 fps   Inflow=0.10 cfs  0.037 afReach 1R: 30" CI Pipe
30.0"  Round Pipe   n=0.013   L=38.0'   S=0.0184 '/'   Capacity=55.67 cfs   Outflow=0.10 cfs  0.037 af

   Inflow=0.10 cfs  0.037 afReach SP1: Study Point 1
   Outflow=0.10 cfs  0.037 af

   Inflow=3.19 cfs  0.461 afReach SP2: Study Point 2
   Outflow=3.19 cfs  0.461 af

Total Runoff Area = 21.626 ac   Runoff Volume = 0.498 af   Average Runoff Depth = 0.28"
91.12% Pervious = 19.705 ac     8.88% Impervious = 1.921 ac
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Summary for Subcatchment 1S: Sub #1

Runoff = 0.10 cfs @ 12.67 hrs,  Volume= 0.037 af,  Depth> 0.10"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  2 Year Event Rainfall=3.00"

Area (sf) CN Description
29,025 98 Water Surface, HSG C
15,245 39 >75% Grass cover, Good, HSG A
72,935 30 Woods, Good, HSG A
55,595 55 Woods, Good, HSG B
21,420 70 Woods, Good, HSG C

194,220 52 Weighted Average
165,195 85.06% Pervious Area
29,025 14.94% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 11 0.0200 0.86 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

9.9 89 0.1200 0.15 Sheet Flow, BC
Woods: Light underbrush   n= 0.400   P2= 3.00"

8.0 480 0.0396 0.99 Shallow Concentrated Flow, CD
Woodland   Kv= 5.0 fps

18.1 580 Total

Subcatchment 1S: Sub #1
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Type III 24-hr
2 Year Event Rainfall=3.00"
Runoff Area=194,220 sf
Runoff Volume=0.037 af
Runoff Depth>0.10"
Flow Length=580'
Tc=18.1 min
CN=52

0.10 cfs
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Summary for Subcatchment 2S: Sub 2

Runoff = 0.28 cfs @ 12.17 hrs,  Volume= 0.025 af,  Depth> 0.56"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  2 Year Event Rainfall=3.00"

Area (sf) CN Description
2,370 98 Water Surface, HSG C
2,770 30 Woods, Good, HSG A

18,720 70 Woods, Good, HSG C
23,860 68 Weighted Average
21,490 90.07% Pervious Area
2,370 9.93% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 11 0.0200 0.86 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

9.6 89 0.1300 0.16 Sheet Flow, BC
Woods: Light underbrush   n= 0.400   P2= 3.00"

0.5 65 0.1615 2.01 Shallow Concentrated Flow, CD
Woodland   Kv= 5.0 fps

10.3 165 Total

Subcatchment 2S: Sub 2

Runoff

Hydrograph

Time  (hours)
201918171615141312111098765
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Type III 24-hr
2 Year Event Rainfall=3.00"

Runoff Area=23,860 sf
Runoff Volume=0.025 af

Runoff Depth>0.56"
Flow Length=165'

Tc=10.3 min
CN=68

0.28 cfs
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Summary for Subcatchment 6S: Off-Site Drainage

Runoff = 3.00 cfs @ 12.39 hrs,  Volume= 0.435 af,  Depth> 0.31"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  2 Year Event Rainfall=3.00"

Area (sf) CN Description
17,810 98 Water Surface, 0% imp, HSG C

261,360 68 1 acre lots, 20% imp, HSG B
444,760 55 Woods, Good, HSG B
723,930 61 Weighted Average
671,658 92.78% Pervious Area
52,272 7.22% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.1 6 0.0200 0.76 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

9.4 94 0.0213 0.17 Sheet Flow, BC
Grass: Short   n= 0.150   P2= 3.00"

6.3 550 0.0836 1.45 Shallow Concentrated Flow, CD
Woodland   Kv= 5.0 fps

1.3 776 0.0657 9.69 58.13 Channel Flow, DE
Area= 6.0 sf  Perim= 9.0'  r= 0.67'
n= 0.030  Earth, clean & winding

17.1 1,426 Total
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Subcatchment 6S: Off-Site Drainage

Runoff

Hydrograph

Time  (hours)
201918171615141312111098765
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w
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Type III 24-hr
2 Year Event Rainfall=3.00"

Runoff Area=723,930 sf
Runoff Volume=0.435 af

Runoff Depth>0.31"
Flow Length=1,426'

Tc=17.1 min
CN=61

3.00 cfs
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Summary for Reach 1R: 30" CI Pipe

Inflow Area = 4.459 ac, 14.94% Impervious,  Inflow Depth > 0.10"    for  2 Year Event event
Inflow = 0.10 cfs @ 12.67 hrs,  Volume= 0.037 af
Outflow = 0.10 cfs @ 12.69 hrs,  Volume= 0.037 af,  Atten= 0%,  Lag= 0.9 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Max. Velocity= 2.14 fps,  Min. Travel Time= 0.3 min
Avg. Velocity = 1.82 fps,  Avg. Travel Time= 0.3 min

Peak Storage= 2 cf @ 12.68 hrs
Average Depth at Peak Storage= 0.08'
Bank-Full Depth= 2.50'  Flow Area= 4.9 sf,  Capacity= 55.67 cfs

30.0"  Round Pipe
n= 0.013  Cast iron, coated
Length= 38.0'   Slope= 0.0184 '/'
Inlet Invert= 89.00',  Outlet Invert= 88.30'

Reach 1R: 30" CI Pipe
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Inflow Area=4.459 ac
Avg. Flow Depth=0.08'
Max Vel=2.14 fps
30.0"
Round Pipe
n=0.013
L=38.0'
S=0.0184 '/'
Capacity=55.67 cfs

0.10 cfs
0.10 cfs
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Summary for Reach SP1: Study Point 1

Inflow Area = 4.459 ac, 14.94% Impervious,  Inflow Depth > 0.10"    for  2 Year Event event
Inflow = 0.10 cfs @ 12.69 hrs,  Volume= 0.037 af
Outflow = 0.10 cfs @ 12.69 hrs,  Volume= 0.037 af,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs

Reach SP1: Study Point 1
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Inflow Area=4.459 ac
0.10 cfs

0.10 cfs
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Summary for Reach SP2: Study Point 2

Inflow Area = 17.167 ac, 7.31% Impervious,  Inflow Depth > 0.32"    for  2 Year Event event
Inflow = 3.19 cfs @ 12.38 hrs,  Volume= 0.461 af
Outflow = 3.19 cfs @ 12.38 hrs,  Volume= 0.461 af,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs

Reach SP2: Study Point 2
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Inflow Area=17.167 ac
3.19 cfs

3.19 cfs
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Time span=5.00-20.00 hrs, dt=0.05 hrs, 301 points
Runoff by SCS TR-20 method, UH=SCS, Weighted-CN

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=194,220 sf   14.94% Impervious   Runoff Depth>0.48"Subcatchment 1S: Sub #1
   Flow Length=580'   Tc=18.1 min   CN=52   Runoff=1.23 cfs  0.177 af

Runoff Area=23,860 sf   9.93% Impervious   Runoff Depth>1.34"Subcatchment 2S: Sub 2
   Flow Length=165'   Tc=10.3 min   CN=68   Runoff=0.77 cfs  0.061 af

Runoff Area=723,930 sf   7.22% Impervious   Runoff Depth>0.91"Subcatchment 6S: Off-Site Drainage
   Flow Length=1,426'   Tc=17.1 min   CN=61   Runoff=12.21 cfs  1.267 af

Avg. Flow Depth=0.26'   Max Vel=4.63 fps   Inflow=1.23 cfs  0.177 afReach 1R: 30" CI Pipe
30.0"  Round Pipe   n=0.013   L=38.0'   S=0.0184 '/'   Capacity=55.67 cfs   Outflow=1.23 cfs  0.177 af

   Inflow=1.23 cfs  0.177 afReach SP1: Study Point 1
   Outflow=1.23 cfs  0.177 af

   Inflow=12.78 cfs  1.328 afReach SP2: Study Point 2
   Outflow=12.78 cfs  1.328 af

Total Runoff Area = 21.626 ac   Runoff Volume = 1.505 af   Average Runoff Depth = 0.83"
91.12% Pervious = 19.705 ac     8.88% Impervious = 1.921 ac
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Summary for Subcatchment 1S: Sub #1

Runoff = 1.23 cfs @ 12.40 hrs,  Volume= 0.177 af,  Depth> 0.48"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  10 Year Event Rainfall=4.40"

Area (sf) CN Description
29,025 98 Water Surface, HSG C
15,245 39 >75% Grass cover, Good, HSG A
72,935 30 Woods, Good, HSG A
55,595 55 Woods, Good, HSG B
21,420 70 Woods, Good, HSG C

194,220 52 Weighted Average
165,195 85.06% Pervious Area
29,025 14.94% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 11 0.0200 0.86 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

9.9 89 0.1200 0.15 Sheet Flow, BC
Woods: Light underbrush   n= 0.400   P2= 3.00"

8.0 480 0.0396 0.99 Shallow Concentrated Flow, CD
Woodland   Kv= 5.0 fps

18.1 580 Total

Subcatchment 1S: Sub #1

Runoff

Hydrograph

Time  (hours)
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Type III 24-hr
10 Year Event Rainfall=4.40"

Runoff Area=194,220 sf
Runoff Volume=0.177 af

Runoff Depth>0.48"
Flow Length=580'

Tc=18.1 min
CN=52

1.23 cfs
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Summary for Subcatchment 2S: Sub 2

Runoff = 0.77 cfs @ 12.16 hrs,  Volume= 0.061 af,  Depth> 1.34"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  10 Year Event Rainfall=4.40"

Area (sf) CN Description
2,370 98 Water Surface, HSG C
2,770 30 Woods, Good, HSG A

18,720 70 Woods, Good, HSG C
23,860 68 Weighted Average
21,490 90.07% Pervious Area
2,370 9.93% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 11 0.0200 0.86 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

9.6 89 0.1300 0.16 Sheet Flow, BC
Woods: Light underbrush   n= 0.400   P2= 3.00"

0.5 65 0.1615 2.01 Shallow Concentrated Flow, CD
Woodland   Kv= 5.0 fps

10.3 165 Total

Subcatchment 2S: Sub 2
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Type III 24-hr
10 Year Event Rainfall=4.40"

Runoff Area=23,860 sf
Runoff Volume=0.061 af

Runoff Depth>1.34"
Flow Length=165'

Tc=10.3 min
CN=68

0.77 cfs
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Summary for Subcatchment 6S: Off-Site Drainage

Runoff = 12.21 cfs @ 12.27 hrs,  Volume= 1.267 af,  Depth> 0.91"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  10 Year Event Rainfall=4.40"

Area (sf) CN Description
17,810 98 Water Surface, 0% imp, HSG C

261,360 68 1 acre lots, 20% imp, HSG B
444,760 55 Woods, Good, HSG B
723,930 61 Weighted Average
671,658 92.78% Pervious Area
52,272 7.22% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.1 6 0.0200 0.76 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

9.4 94 0.0213 0.17 Sheet Flow, BC
Grass: Short   n= 0.150   P2= 3.00"

6.3 550 0.0836 1.45 Shallow Concentrated Flow, CD
Woodland   Kv= 5.0 fps

1.3 776 0.0657 9.69 58.13 Channel Flow, DE
Area= 6.0 sf  Perim= 9.0'  r= 0.67'
n= 0.030  Earth, clean & winding

17.1 1,426 Total
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Subcatchment 6S: Off-Site Drainage

Runoff

Hydrograph
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Type III 24-hr
10 Year Event Rainfall=4.40"

Runoff Area=723,930 sf
Runoff Volume=1.267 af

Runoff Depth>0.91"
Flow Length=1,426'

Tc=17.1 min
CN=61

12.21 cfs
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Summary for Reach 1R: 30" CI Pipe

Inflow Area = 4.459 ac, 14.94% Impervious,  Inflow Depth > 0.48"    for  10 Year Event event
Inflow = 1.23 cfs @ 12.40 hrs,  Volume= 0.177 af
Outflow = 1.23 cfs @ 12.40 hrs,  Volume= 0.177 af,  Atten= 0%,  Lag= 0.3 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Max. Velocity= 4.63 fps,  Min. Travel Time= 0.1 min
Avg. Velocity = 2.74 fps,  Avg. Travel Time= 0.2 min

Peak Storage= 10 cf @ 12.40 hrs
Average Depth at Peak Storage= 0.26'
Bank-Full Depth= 2.50'  Flow Area= 4.9 sf,  Capacity= 55.67 cfs

30.0"  Round Pipe
n= 0.013  Cast iron, coated
Length= 38.0'   Slope= 0.0184 '/'
Inlet Invert= 89.00',  Outlet Invert= 88.30'

Reach 1R: 30" CI Pipe

Inflow
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Inflow Area=4.459 ac
Avg. Flow Depth=0.26'

Max Vel=4.63 fps
30.0"

Round Pipe
n=0.013
L=38.0'

S=0.0184 '/'
Capacity=55.67 cfs

1.23 cfs
1.23 cfs



Type III 24-hr  10 Year Event Rainfall=4.40"BADJ PROPERTIES PRE-DEV.
  Printed  1/16/2015Prepared by Microsoft

Page 16HydroCAD® 10.00-12  s/n 00434  © 2014 HydroCAD Software Solutions LLC

Summary for Reach SP1: Study Point 1

Inflow Area = 4.459 ac, 14.94% Impervious,  Inflow Depth > 0.48"    for  10 Year Event event
Inflow = 1.23 cfs @ 12.40 hrs,  Volume= 0.177 af
Outflow = 1.23 cfs @ 12.40 hrs,  Volume= 0.177 af,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs

Reach SP1: Study Point 1
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Inflow Area=4.459 ac
1.23 cfs

1.23 cfs
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Summary for Reach SP2: Study Point 2

Inflow Area = 17.167 ac, 7.31% Impervious,  Inflow Depth > 0.93"    for  10 Year Event event
Inflow = 12.78 cfs @ 12.27 hrs,  Volume= 1.328 af
Outflow = 12.78 cfs @ 12.27 hrs,  Volume= 1.328 af,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs

Reach SP2: Study Point 2
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Inflow Area=17.167 ac
12.78 cfs

12.78 cfs
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Time span=5.00-20.00 hrs, dt=0.05 hrs, 301 points
Runoff by SCS TR-20 method, UH=SCS, Weighted-CN

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=194,220 sf   14.94% Impervious   Runoff Depth>0.74"Subcatchment 1S: Sub #1
   Flow Length=580'   Tc=18.1 min   CN=52   Runoff=2.25 cfs  0.276 af

Runoff Area=23,860 sf   9.93% Impervious   Runoff Depth>1.79"Subcatchment 2S: Sub 2
   Flow Length=165'   Tc=10.3 min   CN=68   Runoff=1.04 cfs  0.082 af

Runoff Area=723,930 sf   7.22% Impervious   Runoff Depth>1.29"Subcatchment 6S: Off-Site Drainage
   Flow Length=1,426'   Tc=17.1 min   CN=61   Runoff=18.10 cfs  1.784 af

Avg. Flow Depth=0.34'   Max Vel=5.55 fps   Inflow=2.25 cfs  0.276 afReach 1R: 30" CI Pipe
30.0"  Round Pipe   n=0.013   L=38.0'   S=0.0184 '/'   Capacity=55.67 cfs   Outflow=2.25 cfs  0.276 af

   Inflow=2.25 cfs  0.276 afReach SP1: Study Point 1
   Outflow=2.25 cfs  0.276 af

   Inflow=18.89 cfs  1.866 afReach SP2: Study Point 2
   Outflow=18.89 cfs  1.866 af

Total Runoff Area = 21.626 ac   Runoff Volume = 2.142 af   Average Runoff Depth = 1.19"
91.12% Pervious = 19.705 ac     8.88% Impervious = 1.921 ac
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Summary for Subcatchment 1S: Sub #1

Runoff = 2.25 cfs @ 12.33 hrs,  Volume= 0.276 af,  Depth> 0.74"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  25 Year Event Rainfall=5.10"

Area (sf) CN Description
29,025 98 Water Surface, HSG C
15,245 39 >75% Grass cover, Good, HSG A
72,935 30 Woods, Good, HSG A
55,595 55 Woods, Good, HSG B
21,420 70 Woods, Good, HSG C

194,220 52 Weighted Average
165,195 85.06% Pervious Area
29,025 14.94% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 11 0.0200 0.86 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

9.9 89 0.1200 0.15 Sheet Flow, BC
Woods: Light underbrush   n= 0.400   P2= 3.00"

8.0 480 0.0396 0.99 Shallow Concentrated Flow, CD
Woodland   Kv= 5.0 fps

18.1 580 Total

Subcatchment 1S: Sub #1
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Type III 24-hr
25 Year Event Rainfall=5.10"

Runoff Area=194,220 sf
Runoff Volume=0.276 af

Runoff Depth>0.74"
Flow Length=580'

Tc=18.1 min
CN=52

2.25 cfs
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Summary for Subcatchment 2S: Sub 2

Runoff = 1.04 cfs @ 12.15 hrs,  Volume= 0.082 af,  Depth> 1.79"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  25 Year Event Rainfall=5.10"

Area (sf) CN Description
2,370 98 Water Surface, HSG C
2,770 30 Woods, Good, HSG A

18,720 70 Woods, Good, HSG C
23,860 68 Weighted Average
21,490 90.07% Pervious Area
2,370 9.93% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 11 0.0200 0.86 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

9.6 89 0.1300 0.16 Sheet Flow, BC
Woods: Light underbrush   n= 0.400   P2= 3.00"

0.5 65 0.1615 2.01 Shallow Concentrated Flow, CD
Woodland   Kv= 5.0 fps

10.3 165 Total

Subcatchment 2S: Sub 2
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Type III 24-hr
25 Year Event Rainfall=5.10"

Runoff Area=23,860 sf
Runoff Volume=0.082 af

Runoff Depth>1.79"
Flow Length=165'

Tc=10.3 min
CN=68

1.04 cfs
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Summary for Subcatchment 6S: Off-Site Drainage

Runoff = 18.10 cfs @ 12.26 hrs,  Volume= 1.784 af,  Depth> 1.29"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  25 Year Event Rainfall=5.10"

Area (sf) CN Description
17,810 98 Water Surface, 0% imp, HSG C

261,360 68 1 acre lots, 20% imp, HSG B
444,760 55 Woods, Good, HSG B
723,930 61 Weighted Average
671,658 92.78% Pervious Area
52,272 7.22% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.1 6 0.0200 0.76 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

9.4 94 0.0213 0.17 Sheet Flow, BC
Grass: Short   n= 0.150   P2= 3.00"

6.3 550 0.0836 1.45 Shallow Concentrated Flow, CD
Woodland   Kv= 5.0 fps

1.3 776 0.0657 9.69 58.13 Channel Flow, DE
Area= 6.0 sf  Perim= 9.0'  r= 0.67'
n= 0.030  Earth, clean & winding

17.1 1,426 Total
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Subcatchment 6S: Off-Site Drainage
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Type III 24-hr
25 Year Event Rainfall=5.10"

Runoff Area=723,930 sf
Runoff Volume=1.784 af

Runoff Depth>1.29"
Flow Length=1,426'

Tc=17.1 min
CN=61

18.10 cfs
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Summary for Reach 1R: 30" CI Pipe

Inflow Area = 4.459 ac, 14.94% Impervious,  Inflow Depth > 0.74"    for  25 Year Event event
Inflow = 2.25 cfs @ 12.33 hrs,  Volume= 0.276 af
Outflow = 2.25 cfs @ 12.33 hrs,  Volume= 0.276 af,  Atten= 0%,  Lag= 0.3 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Max. Velocity= 5.55 fps,  Min. Travel Time= 0.1 min
Avg. Velocity = 3.07 fps,  Avg. Travel Time= 0.2 min

Peak Storage= 15 cf @ 12.33 hrs
Average Depth at Peak Storage= 0.34'
Bank-Full Depth= 2.50'  Flow Area= 4.9 sf,  Capacity= 55.67 cfs

30.0"  Round Pipe
n= 0.013  Cast iron, coated
Length= 38.0'   Slope= 0.0184 '/'
Inlet Invert= 89.00',  Outlet Invert= 88.30'

Reach 1R: 30" CI Pipe

Inflow
Outflow
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Inflow Area=4.459 ac
Avg. Flow Depth=0.34'

Max Vel=5.55 fps
30.0"

Round Pipe
n=0.013
L=38.0'

S=0.0184 '/'
Capacity=55.67 cfs

2.25 cfs
2.25 cfs
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Summary for Reach SP1: Study Point 1

Inflow Area = 4.459 ac, 14.94% Impervious,  Inflow Depth > 0.74"    for  25 Year Event event
Inflow = 2.25 cfs @ 12.33 hrs,  Volume= 0.276 af
Outflow = 2.25 cfs @ 12.33 hrs,  Volume= 0.276 af,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs

Reach SP1: Study Point 1
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Inflow Area=4.459 ac
2.25 cfs

2.25 cfs
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Summary for Reach SP2: Study Point 2

Inflow Area = 17.167 ac, 7.31% Impervious,  Inflow Depth > 1.30"    for  25 Year Event event
Inflow = 18.89 cfs @ 12.26 hrs,  Volume= 1.866 af
Outflow = 18.89 cfs @ 12.26 hrs,  Volume= 1.866 af,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs

Reach SP2: Study Point 2
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Inflow Area=17.167 ac
18.89 cfs

18.89 cfs
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Off-Site Drainage
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New 18" PE Culvert
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Time span=5.00-20.00 hrs, dt=0.05 hrs, 301 points
Runoff by SCS TR-20 method, UH=SCS, Weighted-CN

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=16,000 sf   100.00% Impervious   Runoff Depth>2.59"Subcatchment 1S: Sub #1
   Flow Length=105'   Slope=0.0100 '/'   Tc=1.7 min   CN=98   Runoff=1.16 cfs  0.079 af

Runoff Area=7,290 sf   98.22% Impervious   Runoff Depth>2.50"Subcatchment 2S: Sub #2
   Flow Length=135'   Tc=1.5 min   CN=97   Runoff=0.52 cfs  0.035 af

Runoff Area=94,385 sf   55.33% Impervious   Runoff Depth>0.98"Subcatchment 3S: Sub #3
   Flow Length=489'   Tc=5.7 min   CN=77   Runoff=2.60 cfs  0.177 af

Runoff Area=54,965 sf   54.93% Impervious   Runoff Depth>1.09"Subcatchment 4S: Sub #4
   Flow Length=283'   Tc=1.9 min   CN=79   Runoff=1.90 cfs  0.115 af

Runoff Area=37,760 sf   43.64% Impervious   Runoff Depth>0.98"Subcatchment 5S: Sub #5
   Flow Length=422'   Tc=1.2 min   CN=77   Runoff=1.15 cfs  0.071 af

Runoff Area=723,930 sf   7.22% Impervious   Runoff Depth>0.31"Subcatchment 6S: Off-Site Drainage
   Flow Length=1,426'   Tc=17.1 min   CN=61   Runoff=3.00 cfs  0.435 af

Runoff Area=7,670 sf   55.80% Impervious   Runoff Depth>1.63"Subcatchment 7S: Sub #7
   Flow Length=132'   Tc=0.7 min   CN=87   Runoff=0.40 cfs  0.024 af

Avg. Flow Depth=0.24'   Max Vel=6.32 fps   Inflow=1.15 cfs  0.071 afReach 1R: New 18" PE Culvert
18.0"  Round Pipe   n=0.013   L=124.0'   S=0.0395 '/'   Capacity=20.88 cfs   Outflow=1.14 cfs  0.071 af

Avg. Flow Depth=0.33'   Max Vel=10.43 fps   Inflow=3.00 cfs  0.435 afReach 2R: New 18" PE Pipe
18.0"  Round Pipe   n=0.013   L=48.0'   S=0.0729 '/'   Capacity=28.36 cfs   Outflow=3.00 cfs  0.435 af

Avg. Flow Depth=0.51'   Max Vel=7.04 fps   Inflow=5.04 cfs  0.362 afReach 3R: 30" CI Pipe
30.0"  Round Pipe   n=0.013   L=38.0'   S=0.0184 '/'   Capacity=55.67 cfs   Outflow=5.01 cfs  0.362 af

   Inflow=5.01 cfs  0.362 afReach SP1: Study Point 1
   Outflow=5.01 cfs  0.362 af

   Inflow=3.70 cfs  0.574 afReach SP2: Study Point 2
   Outflow=3.70 cfs  0.574 af

Peak Elev=91.68'   Inflow=2.80 cfs  0.185 afPond 1P: CB #1
18.0"  Round Culvert  n=0.013  L=138.0'  S=0.0101 '/'   Outflow=2.80 cfs  0.185 af

Peak Elev=97.11'   Inflow=1.16 cfs  0.079 afPond 2P: Grease/Oil Separator
6.0"  Round Culvert  n=0.013  L=112.0'  S=0.0098 '/'   Outflow=1.16 cfs  0.079 af

Total Runoff Area = 21.625 ac   Runoff Volume = 0.936 af   Average Runoff Depth = 0.52"
81.04% Pervious = 17.525 ac     18.96% Impervious = 4.100 ac
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Summary for Subcatchment 1S: Sub #1

Runoff = 1.16 cfs @ 12.03 hrs,  Volume= 0.079 af,  Depth> 2.59"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  2-Year Event Rainfall=3.00"

Area (sf) CN Description
16,000 98 Water Surface, HSG C
16,000 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.7 105 0.0100 1.02 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

Subcatchment 1S: Sub #1
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Type III 24-hr
2-Year Event Rainfall=3.00"

Runoff Area=16,000 sf
Runoff Volume=0.079 af

Runoff Depth>2.59"
Flow Length=105'

Slope=0.0100 '/'
Tc=1.7 min

CN=98

1.16 cfs
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Summary for Subcatchment 2S: Sub #2

Runoff = 0.52 cfs @ 12.02 hrs,  Volume= 0.035 af,  Depth> 2.50"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  2-Year Event Rainfall=3.00"

Area (sf) CN Description
7,160 98 Water Surface, HSG C

130 39 >75% Grass cover, Good, HSG A
7,290 97 Weighted Average

130 1.78% Pervious Area
7,160 98.22% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.3 100 0.0200 1.33 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

0.2 35 0.0257 3.25 Shallow Concentrated Flow, BC
Paved   Kv= 20.3 fps

1.5 135 Total

Subcatchment 2S: Sub #2

Runoff

Hydrograph

Time  (hours)
201918171615141312111098765

F
lo

w
  (

cf
s)

0.55

0.5

0.45

0.4

0.35

0.3

0.25

0.2

0.15

0.1

0.05

0

Type III 24-hr
2-Year Event Rainfall=3.00"

Runoff Area=7,290 sf
Runoff Volume=0.035 af

Runoff Depth>2.50"
Flow Length=135'

Tc=1.5 min
CN=97

0.52 cfs
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Summary for Subcatchment 3S: Sub #3

Runoff = 2.60 cfs @ 12.10 hrs,  Volume= 0.177 af,  Depth> 0.98"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  2-Year Event Rainfall=3.00"

Area (sf) CN Description
52,220 98 Water Surface, HSG C
19,795 39 >75% Grass cover, Good, HSG A
19,830 61 >75% Grass cover, Good, HSG B
2,540 74 >75% Grass cover, Good, HSG C

94,385 77 Weighted Average
42,165 44.67% Pervious Area
52,220 55.33% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

3.3 35 0.0400 0.18 Sheet Flow, AB
Grass: Short   n= 0.150   P2= 3.00"

0.8 55 0.0200 1.18 Sheet Flow, BC
Smooth surfaces   n= 0.011   P2= 3.00"

0.1 45 0.3333 8.66 Shallow Concentrated Flow, CD
Grassed Waterway   Kv= 15.0 fps

0.7 169 0.0100 3.98 15.92 Channel Flow, DE
Area= 4.0 sf  Perim= 7.3'  r= 0.55'
n= 0.025  Earth, clean & straight

0.5 76 0.0132 2.33 Shallow Concentrated Flow, EF
Paved   Kv= 20.3 fps

0.1 36 0.1389 5.59 Shallow Concentrated Flow, FG
Grassed Waterway   Kv= 15.0 fps

0.2 73 0.0274 6.59 26.35 Channel Flow, GH
Area= 4.0 sf  Perim= 7.3'  r= 0.55'
n= 0.025  Earth, clean & straight

5.7 489 Total
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Subcatchment 3S: Sub #3

Runoff
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Type III 24-hr
2-Year Event Rainfall=3.00"

Runoff Area=94,385 sf
Runoff Volume=0.177 af

Runoff Depth>0.98"
Flow Length=489'

Tc=5.7 min
CN=77

2.60 cfs
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Summary for Subcatchment 4S: Sub #4

Runoff = 1.90 cfs @ 12.04 hrs,  Volume= 0.115 af,  Depth> 1.09"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  2-Year Event Rainfall=3.00"

Area (sf) CN Description
30,190 98 Water Surface, HSG C
12,440 39 >75% Grass cover, Good, HSG A
12,335 74 >75% Grass cover, Good, HSG C
54,965 79 Weighted Average
24,775 45.07% Pervious Area
30,190 54.93% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.3 100 0.0180 1.28 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

0.2 36 0.0200 2.87 Shallow Concentrated Flow, BC
Paved   Kv= 20.3 fps

0.4 147 0.0259 6.41 25.62 Channel Flow, CD
Area= 4.0 sf  Perim= 7.3'  r= 0.55'
n= 0.025  Earth, clean & straight

1.9 283 Total

Subcatchment 4S: Sub #4
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Type III 24-hr
2-Year Event Rainfall=3.00"

Runoff Area=54,965 sf
Runoff Volume=0.115 af

Runoff Depth>1.09"
Flow Length=283'

Tc=1.9 min
CN=79

1.90 cfs
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Summary for Subcatchment 5S: Sub #5

Runoff = 1.15 cfs @ 12.03 hrs,  Volume= 0.071 af,  Depth> 0.98"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  2-Year Event Rainfall=3.00"

Area (sf) CN Description
16,480 98 Water Surface, HSG C
7,625 39 >75% Grass cover, Good, HSG A

13,655 74 >75% Grass cover, Good, HSG C
37,760 77 Weighted Average
21,280 56.36% Pervious Area
16,480 43.64% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.4 35 0.0500 1.56 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

0.8 387 0.0449 8.43 33.74 Channel Flow, BC
Area= 4.0 sf  Perim= 7.3'  r= 0.55'
n= 0.025  Earth, clean & straight

1.2 422 Total

Subcatchment 5S: Sub #5
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Type III 24-hr
2-Year Event Rainfall=3.00"

Runoff Area=37,760 sf
Runoff Volume=0.071 af

Runoff Depth>0.98"
Flow Length=422'

Tc=1.2 min
CN=77

1.15 cfs
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Summary for Subcatchment 6S: Off-Site Drainage

Runoff = 3.00 cfs @ 12.39 hrs,  Volume= 0.435 af,  Depth> 0.31"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  2-Year Event Rainfall=3.00"

Area (sf) CN Description
17,810 98 Water Surface, 0% imp, HSG C

261,360 68 1 acre lots, 20% imp, HSG B
444,760 55 Woods, Good, HSG B
723,930 61 Weighted Average
671,658 92.78% Pervious Area
52,272 7.22% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.1 6 0.0200 0.76 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

9.4 94 0.0213 0.17 Sheet Flow, BC
Grass: Short   n= 0.150   P2= 3.00"

6.3 550 0.0836 1.45 Shallow Concentrated Flow, CD
Woodland   Kv= 5.0 fps

1.3 776 0.0657 9.69 58.13 Channel Flow, DE
Area= 6.0 sf  Perim= 9.0'  r= 0.67'
n= 0.030  Earth, clean & winding

17.1 1,426 Total
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Subcatchment 6S: Off-Site Drainage

Runoff

Hydrograph
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Type III 24-hr
2-Year Event Rainfall=3.00"

Runoff Area=723,930 sf
Runoff Volume=0.435 af

Runoff Depth>0.31"
Flow Length=1,426'

Tc=17.1 min
CN=61

3.00 cfs
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Summary for Subcatchment 7S: Sub #7

Runoff = 0.40 cfs @ 12.01 hrs,  Volume= 0.024 af,  Depth> 1.63"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  2-Year Event Rainfall=3.00"

Area (sf) CN Description
4,280 98 Water Surface, HSG C
3,390 74 >75% Grass cover, Good, HSG C
7,670 87 Weighted Average
3,390 44.20% Pervious Area
4,280 55.80% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.5 39 0.0256 1.22 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

0.2 93 0.0753 9.10 36.41 Channel Flow, BC
Area= 4.0 sf  Perim= 7.3'  r= 0.55'
n= 0.030  Earth, clean & winding

0.7 132 Total

Subcatchment 7S: Sub #7
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Type III 24-hr
2-Year Event Rainfall=3.00"

Runoff Area=7,670 sf
Runoff Volume=0.024 af

Runoff Depth>1.63"
Flow Length=132'

Tc=0.7 min
CN=87

0.40 cfs
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Summary for Reach 1R: New 18" PE Culvert

Inflow Area = 0.867 ac, 43.64% Impervious,  Inflow Depth > 0.98"    for  2-Year Event event
Inflow = 1.15 cfs @ 12.03 hrs,  Volume= 0.071 af
Outflow = 1.14 cfs @ 12.04 hrs,  Volume= 0.071 af,  Atten= 1%,  Lag= 0.7 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Max. Velocity= 6.32 fps,  Min. Travel Time= 0.3 min
Avg. Velocity = 2.57 fps,  Avg. Travel Time= 0.8 min

Peak Storage= 23 cf @ 12.03 hrs
Average Depth at Peak Storage= 0.24'
Bank-Full Depth= 1.50'  Flow Area= 1.8 sf,  Capacity= 20.88 cfs

18.0"  Round Pipe
n= 0.013  Corrugated PE, smooth interior
Length= 124.0'   Slope= 0.0395 '/'
Inlet Invert= 96.00',  Outlet Invert= 91.10'

Reach 1R: New 18" PE Culvert
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Inflow Area=0.867 ac
Avg. Flow Depth=0.24'

Max Vel=6.32 fps
18.0"

Round Pipe
n=0.013
L=124.0'

S=0.0395 '/'
Capacity=20.88 cfs

1.15 cfs
1.14 cfs
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Summary for Reach 2R: New 18" PE Pipe

Inflow Area = 16.619 ac, 7.22% Impervious,  Inflow Depth > 0.31"    for  2-Year Event event
Inflow = 3.00 cfs @ 12.39 hrs,  Volume= 0.435 af
Outflow = 3.00 cfs @ 12.39 hrs,  Volume= 0.435 af,  Atten= 0%,  Lag= 0.2 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Max. Velocity= 10.43 fps,  Min. Travel Time= 0.1 min
Avg. Velocity = 6.23 fps,  Avg. Travel Time= 0.1 min

Peak Storage= 14 cf @ 12.39 hrs
Average Depth at Peak Storage= 0.33'
Bank-Full Depth= 1.50'  Flow Area= 1.8 sf,  Capacity= 28.36 cfs

18.0"  Round Pipe
n= 0.013  Corrugated PE, smooth interior
Length= 48.0'   Slope= 0.0729 '/'
Inlet Invert= 111.50',  Outlet Invert= 108.00'

Reach 2R: New 18" PE Pipe

Inflow
Outflow

Hydrograph

Time  (hours)
201918171615141312111098765

F
lo

w
  (

cf
s)

3

2

1

0

Inflow Area=16.619 ac
Avg. Flow Depth=0.33'

Max Vel=10.43 fps
18.0"

Round Pipe
n=0.013
L=48.0'

S=0.0729 '/'
Capacity=28.36 cfs

3.00 cfs
3.00 cfs
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Summary for Reach 3R: 30" CI Pipe

Inflow Area = 3.568 ac, 59.10% Impervious,  Inflow Depth > 1.22"    for  2-Year Event event
Inflow = 5.04 cfs @ 12.06 hrs,  Volume= 0.362 af
Outflow = 5.01 cfs @ 12.06 hrs,  Volume= 0.362 af,  Atten= 0%,  Lag= 0.1 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Max. Velocity= 7.04 fps,  Min. Travel Time= 0.1 min
Avg. Velocity = 2.50 fps,  Avg. Travel Time= 0.3 min

Peak Storage= 27 cf @ 12.06 hrs
Average Depth at Peak Storage= 0.51'
Bank-Full Depth= 2.50'  Flow Area= 4.9 sf,  Capacity= 55.67 cfs

30.0"  Round Pipe
n= 0.013  Cast iron, coated
Length= 38.0'   Slope= 0.0184 '/'
Inlet Invert= 89.00',  Outlet Invert= 88.30'

Reach 3R: 30" CI Pipe
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Inflow Area=3.568 ac
Avg. Flow Depth=0.51'

Max Vel=7.04 fps
30.0"

Round Pipe
n=0.013
L=38.0'

S=0.0184 '/'
Capacity=55.67 cfs

5.04 cfs
5.01 cfs
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Summary for Reach SP1: Study Point 1

Inflow Area = 3.568 ac, 59.10% Impervious,  Inflow Depth > 1.22"    for  2-Year Event event
Inflow = 5.01 cfs @ 12.06 hrs,  Volume= 0.362 af
Outflow = 5.01 cfs @ 12.06 hrs,  Volume= 0.362 af,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs

Reach SP1: Study Point 1
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Inflow Area=3.568 ac
5.01 cfs

5.01 cfs
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Summary for Reach SP2: Study Point 2

Inflow Area = 18.057 ac, 11.03% Impervious,  Inflow Depth > 0.38"    for  2-Year Event event
Inflow = 3.70 cfs @ 12.34 hrs,  Volume= 0.574 af
Outflow = 3.70 cfs @ 12.34 hrs,  Volume= 0.574 af,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs

Reach SP2: Study Point 2
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Inflow Area=18.057 ac
3.70 cfs

3.70 cfs
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Summary for Pond 1P: CB #1

Inflow Area = 1.402 ac, 64.93% Impervious,  Inflow Depth > 1.59"    for  2-Year Event event
Inflow = 2.80 cfs @ 12.03 hrs,  Volume= 0.185 af
Outflow = 2.80 cfs @ 12.03 hrs,  Volume= 0.185 af,  Atten= 0%,  Lag= 0.0 min
Primary = 2.80 cfs @ 12.03 hrs,  Volume= 0.185 af

Routing by Stor-Ind method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Peak Elev= 91.68' @ 12.03 hrs

Device Routing     Invert Outlet Devices
#1 Primary 90.90' 18.0"  Round Culvert   L= 138.0'   Ke= 0.500   

Inlet / Outlet Invert= 90.90' / 89.50'   S= 0.0101 '/'   Cc= 0.900   
n= 0.013  Corrugated PE, smooth interior,  Flow Area= 1.77 sf   

Primary OutFlow  Max=2.69 cfs @ 12.03 hrs  HW=91.66'   (Free Discharge)
1=Culvert  (Inlet Controls 2.69 cfs @ 2.98 fps)

Pond 1P: CB #1
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Inflow Area=1.402 ac
Peak Elev=91.68'

18.0"
Round Culvert

n=0.013
L=138.0'

S=0.0101 '/'

2.80 cfs
2.80 cfs
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Summary for Pond 2P: Grease/Oil Separator

Inflow Area = 0.367 ac,100.00% Impervious,  Inflow Depth > 2.59"    for  2-Year Event event
Inflow = 1.16 cfs @ 12.03 hrs,  Volume= 0.079 af
Outflow = 1.16 cfs @ 12.03 hrs,  Volume= 0.079 af,  Atten= 0%,  Lag= 0.0 min
Primary = 1.16 cfs @ 12.03 hrs,  Volume= 0.079 af

Routing by Stor-Ind method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Peak Elev= 97.11' @ 12.03 hrs

Device Routing     Invert Outlet Devices
#1 Primary 92.20' 6.0"  Round Culvert   L= 112.0'   Ke= 0.500   

Inlet / Outlet Invert= 92.20' / 91.10'   S= 0.0098 '/'   Cc= 0.900   
n= 0.013  Corrugated PE, smooth interior,  Flow Area= 0.20 sf   

Primary OutFlow  Max=1.11 cfs @ 12.03 hrs  HW=96.73'   (Free Discharge)
1=Culvert  (Barrel Controls 1.11 cfs @ 5.65 fps)

Pond 2P: Grease/Oil Separator
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Inflow Area=0.367 ac
Peak Elev=97.11'

6.0"
Round Culvert

n=0.013
L=112.0'

S=0.0098 '/'

1.16 cfs
1.16 cfs
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Time span=5.00-20.00 hrs, dt=0.05 hrs, 301 points
Runoff by SCS TR-20 method, UH=SCS, Weighted-CN

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=16,000 sf   100.00% Impervious   Runoff Depth>3.87"Subcatchment 1S: Sub #1
   Flow Length=105'   Slope=0.0100 '/'   Tc=1.7 min   CN=98   Runoff=1.71 cfs  0.119 af

Runoff Area=7,290 sf   98.22% Impervious   Runoff Depth>3.79"Subcatchment 2S: Sub #2
   Flow Length=135'   Tc=1.5 min   CN=97   Runoff=0.78 cfs  0.053 af

Runoff Area=94,385 sf   55.33% Impervious   Runoff Depth>1.98"Subcatchment 3S: Sub #3
   Flow Length=489'   Tc=5.7 min   CN=77   Runoff=5.33 cfs  0.357 af

Runoff Area=54,965 sf   54.93% Impervious   Runoff Depth>2.14"Subcatchment 4S: Sub #4
   Flow Length=283'   Tc=1.9 min   CN=79   Runoff=3.72 cfs  0.225 af

Runoff Area=37,760 sf   43.64% Impervious   Runoff Depth>1.98"Subcatchment 5S: Sub #5
   Flow Length=422'   Tc=1.2 min   CN=77   Runoff=2.38 cfs  0.143 af

Runoff Area=723,930 sf   7.22% Impervious   Runoff Depth>0.91"Subcatchment 6S: Off-Site Drainage
   Flow Length=1,426'   Tc=17.1 min   CN=61   Runoff=12.21 cfs  1.267 af

Runoff Area=7,670 sf   55.80% Impervious   Runoff Depth>2.83"Subcatchment 7S: Sub #7
   Flow Length=132'   Tc=0.7 min   CN=87   Runoff=0.69 cfs  0.042 af

Avg. Flow Depth=0.34'   Max Vel=7.77 fps   Inflow=2.38 cfs  0.143 afReach 1R: New 18" PE Culvert
18.0"  Round Pipe   n=0.013   L=124.0'   S=0.0395 '/'   Capacity=20.88 cfs   Outflow=2.33 cfs  0.143 af

Avg. Flow Depth=0.69'   Max Vel=15.41 fps   Inflow=12.21 cfs  1.267 afReach 2R: New 18" PE Pipe
18.0"  Round Pipe   n=0.013   L=48.0'   S=0.0729 '/'   Capacity=28.36 cfs   Outflow=12.14 cfs  1.266 af

Avg. Flow Depth=0.70'   Max Vel=8.46 fps   Inflow=9.51 cfs  0.671 afReach 3R: 30" CI Pipe
30.0"  Round Pipe   n=0.013   L=38.0'   S=0.0184 '/'   Capacity=55.67 cfs   Outflow=9.48 cfs  0.671 af

   Inflow=9.48 cfs  0.671 afReach SP1: Study Point 1
   Outflow=9.48 cfs  0.671 af

   Inflow=13.80 cfs  1.533 afReach SP2: Study Point 2
   Outflow=13.80 cfs  1.533 af

Peak Elev=91.98'   Inflow=4.81 cfs  0.314 afPond 1P: CB #1
18.0"  Round Culvert  n=0.013  L=138.0'  S=0.0101 '/'   Outflow=4.81 cfs  0.314 af

Peak Elev=103.62'   Inflow=1.71 cfs  0.119 afPond 2P: Grease/Oil Separator
6.0"  Round Culvert  n=0.013  L=112.0'  S=0.0098 '/'   Outflow=1.71 cfs  0.119 af

Total Runoff Area = 21.625 ac   Runoff Volume = 2.204 af   Average Runoff Depth = 1.22"
81.04% Pervious = 17.525 ac     18.96% Impervious = 4.100 ac
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Summary for Subcatchment 1S: Sub #1

Runoff = 1.71 cfs @ 12.03 hrs,  Volume= 0.119 af,  Depth> 3.87"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  10-Year Event Rainfall=4.40"

Area (sf) CN Description
16,000 98 Water Surface, HSG C
16,000 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.7 105 0.0100 1.02 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

Subcatchment 1S: Sub #1
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Type III 24-hr
10-Year Event Rainfall=4.40"

Runoff Area=16,000 sf
Runoff Volume=0.119 af

Runoff Depth>3.87"
Flow Length=105'

Slope=0.0100 '/'
Tc=1.7 min

CN=98

1.71 cfs
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Summary for Subcatchment 2S: Sub #2

Runoff = 0.78 cfs @ 12.02 hrs,  Volume= 0.053 af,  Depth> 3.79"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  10-Year Event Rainfall=4.40"

Area (sf) CN Description
7,160 98 Water Surface, HSG C

130 39 >75% Grass cover, Good, HSG A
7,290 97 Weighted Average

130 1.78% Pervious Area
7,160 98.22% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.3 100 0.0200 1.33 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

0.2 35 0.0257 3.25 Shallow Concentrated Flow, BC
Paved   Kv= 20.3 fps

1.5 135 Total

Subcatchment 2S: Sub #2
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Type III 24-hr
10-Year Event Rainfall=4.40"

Runoff Area=7,290 sf
Runoff Volume=0.053 af

Runoff Depth>3.79"
Flow Length=135'

Tc=1.5 min
CN=97

0.78 cfs
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Summary for Subcatchment 3S: Sub #3

Runoff = 5.33 cfs @ 12.09 hrs,  Volume= 0.357 af,  Depth> 1.98"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  10-Year Event Rainfall=4.40"

Area (sf) CN Description
52,220 98 Water Surface, HSG C
19,795 39 >75% Grass cover, Good, HSG A
19,830 61 >75% Grass cover, Good, HSG B
2,540 74 >75% Grass cover, Good, HSG C

94,385 77 Weighted Average
42,165 44.67% Pervious Area
52,220 55.33% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

3.3 35 0.0400 0.18 Sheet Flow, AB
Grass: Short   n= 0.150   P2= 3.00"

0.8 55 0.0200 1.18 Sheet Flow, BC
Smooth surfaces   n= 0.011   P2= 3.00"

0.1 45 0.3333 8.66 Shallow Concentrated Flow, CD
Grassed Waterway   Kv= 15.0 fps

0.7 169 0.0100 3.98 15.92 Channel Flow, DE
Area= 4.0 sf  Perim= 7.3'  r= 0.55'
n= 0.025  Earth, clean & straight

0.5 76 0.0132 2.33 Shallow Concentrated Flow, EF
Paved   Kv= 20.3 fps

0.1 36 0.1389 5.59 Shallow Concentrated Flow, FG
Grassed Waterway   Kv= 15.0 fps

0.2 73 0.0274 6.59 26.35 Channel Flow, GH
Area= 4.0 sf  Perim= 7.3'  r= 0.55'
n= 0.025  Earth, clean & straight

5.7 489 Total



Type III 24-hr  10-Year Event Rainfall=4.40"BADJ PROPERTIES POST-DEV.
  Printed  1/16/2015Prepared by Microsoft

Page 23HydroCAD® 10.00-12  s/n 00434  © 2014 HydroCAD Software Solutions LLC

Subcatchment 3S: Sub #3

Runoff

Hydrograph

Time  (hours)
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Type III 24-hr
10-Year Event Rainfall=4.40"

Runoff Area=94,385 sf
Runoff Volume=0.357 af

Runoff Depth>1.98"
Flow Length=489'

Tc=5.7 min
CN=77

5.33 cfs
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Summary for Subcatchment 4S: Sub #4

Runoff = 3.72 cfs @ 12.04 hrs,  Volume= 0.225 af,  Depth> 2.14"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  10-Year Event Rainfall=4.40"

Area (sf) CN Description
30,190 98 Water Surface, HSG C
12,440 39 >75% Grass cover, Good, HSG A
12,335 74 >75% Grass cover, Good, HSG C
54,965 79 Weighted Average
24,775 45.07% Pervious Area
30,190 54.93% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.3 100 0.0180 1.28 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

0.2 36 0.0200 2.87 Shallow Concentrated Flow, BC
Paved   Kv= 20.3 fps

0.4 147 0.0259 6.41 25.62 Channel Flow, CD
Area= 4.0 sf  Perim= 7.3'  r= 0.55'
n= 0.025  Earth, clean & straight

1.9 283 Total

Subcatchment 4S: Sub #4
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Type III 24-hr
10-Year Event Rainfall=4.40"

Runoff Area=54,965 sf
Runoff Volume=0.225 af

Runoff Depth>2.14"
Flow Length=283'

Tc=1.9 min
CN=79

3.72 cfs
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Summary for Subcatchment 5S: Sub #5

Runoff = 2.38 cfs @ 12.02 hrs,  Volume= 0.143 af,  Depth> 1.98"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  10-Year Event Rainfall=4.40"

Area (sf) CN Description
16,480 98 Water Surface, HSG C
7,625 39 >75% Grass cover, Good, HSG A

13,655 74 >75% Grass cover, Good, HSG C
37,760 77 Weighted Average
21,280 56.36% Pervious Area
16,480 43.64% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.4 35 0.0500 1.56 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

0.8 387 0.0449 8.43 33.74 Channel Flow, BC
Area= 4.0 sf  Perim= 7.3'  r= 0.55'
n= 0.025  Earth, clean & straight

1.2 422 Total

Subcatchment 5S: Sub #5
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Type III 24-hr
10-Year Event Rainfall=4.40"

Runoff Area=37,760 sf
Runoff Volume=0.143 af

Runoff Depth>1.98"
Flow Length=422'

Tc=1.2 min
CN=77

2.38 cfs
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Summary for Subcatchment 6S: Off-Site Drainage

Runoff = 12.21 cfs @ 12.27 hrs,  Volume= 1.267 af,  Depth> 0.91"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  10-Year Event Rainfall=4.40"

Area (sf) CN Description
17,810 98 Water Surface, 0% imp, HSG C

261,360 68 1 acre lots, 20% imp, HSG B
444,760 55 Woods, Good, HSG B
723,930 61 Weighted Average
671,658 92.78% Pervious Area
52,272 7.22% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.1 6 0.0200 0.76 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

9.4 94 0.0213 0.17 Sheet Flow, BC
Grass: Short   n= 0.150   P2= 3.00"

6.3 550 0.0836 1.45 Shallow Concentrated Flow, CD
Woodland   Kv= 5.0 fps

1.3 776 0.0657 9.69 58.13 Channel Flow, DE
Area= 6.0 sf  Perim= 9.0'  r= 0.67'
n= 0.030  Earth, clean & winding

17.1 1,426 Total
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Subcatchment 6S: Off-Site Drainage

Runoff

Hydrograph
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Type III 24-hr
10-Year Event Rainfall=4.40"

Runoff Area=723,930 sf
Runoff Volume=1.267 af

Runoff Depth>0.91"
Flow Length=1,426'

Tc=17.1 min
CN=61

12.21 cfs
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Summary for Subcatchment 7S: Sub #7

Runoff = 0.69 cfs @ 12.01 hrs,  Volume= 0.042 af,  Depth> 2.83"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  10-Year Event Rainfall=4.40"

Area (sf) CN Description
4,280 98 Water Surface, HSG C
3,390 74 >75% Grass cover, Good, HSG C
7,670 87 Weighted Average
3,390 44.20% Pervious Area
4,280 55.80% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.5 39 0.0256 1.22 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

0.2 93 0.0753 9.10 36.41 Channel Flow, BC
Area= 4.0 sf  Perim= 7.3'  r= 0.55'
n= 0.030  Earth, clean & winding

0.7 132 Total

Subcatchment 7S: Sub #7

Runoff

Hydrograph

Time  (hours)
201918171615141312111098765

F
lo

w
  (

cf
s)

0.75

0.7

0.65

0.6

0.55

0.5

0.45

0.4

0.35

0.3

0.25

0.2

0.15

0.1

0.05

0

Type III 24-hr
10-Year Event Rainfall=4.40"

Runoff Area=7,670 sf
Runoff Volume=0.042 af

Runoff Depth>2.83"
Flow Length=132'

Tc=0.7 min
CN=87

0.69 cfs
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Summary for Reach 1R: New 18" PE Culvert

Inflow Area = 0.867 ac, 43.64% Impervious,  Inflow Depth > 1.98"    for  10-Year Event event
Inflow = 2.38 cfs @ 12.02 hrs,  Volume= 0.143 af
Outflow = 2.33 cfs @ 12.03 hrs,  Volume= 0.143 af,  Atten= 2%,  Lag= 0.6 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Max. Velocity= 7.77 fps,  Min. Travel Time= 0.3 min
Avg. Velocity = 2.97 fps,  Avg. Travel Time= 0.7 min

Peak Storage= 37 cf @ 12.03 hrs
Average Depth at Peak Storage= 0.34'
Bank-Full Depth= 1.50'  Flow Area= 1.8 sf,  Capacity= 20.88 cfs

18.0"  Round Pipe
n= 0.013  Corrugated PE, smooth interior
Length= 124.0'   Slope= 0.0395 '/'
Inlet Invert= 96.00',  Outlet Invert= 91.10'

Reach 1R: New 18" PE Culvert
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Inflow Area=0.867 ac
Avg. Flow Depth=0.34'

Max Vel=7.77 fps
18.0"

Round Pipe
n=0.013
L=124.0'

S=0.0395 '/'
Capacity=20.88 cfs

2.38 cfs

2.33 cfs
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Summary for Reach 2R: New 18" PE Pipe

Inflow Area = 16.619 ac, 7.22% Impervious,  Inflow Depth > 0.91"    for  10-Year Event event
Inflow = 12.21 cfs @ 12.27 hrs,  Volume= 1.267 af
Outflow = 12.14 cfs @ 12.28 hrs,  Volume= 1.266 af,  Atten= 1%,  Lag= 0.1 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Max. Velocity= 15.41 fps,  Min. Travel Time= 0.1 min
Avg. Velocity = 8.07 fps,  Avg. Travel Time= 0.1 min

Peak Storage= 38 cf @ 12.27 hrs
Average Depth at Peak Storage= 0.69'
Bank-Full Depth= 1.50'  Flow Area= 1.8 sf,  Capacity= 28.36 cfs

18.0"  Round Pipe
n= 0.013  Corrugated PE, smooth interior
Length= 48.0'   Slope= 0.0729 '/'
Inlet Invert= 111.50',  Outlet Invert= 108.00'

Reach 2R: New 18" PE Pipe
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Inflow Area=16.619 ac
Avg. Flow Depth=0.69'

Max Vel=15.41 fps
18.0"

Round Pipe
n=0.013
L=48.0'

S=0.0729 '/'
Capacity=28.36 cfs

12.21 cfs
12.14 cfs
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Summary for Reach 3R: 30" CI Pipe

Inflow Area = 3.568 ac, 59.10% Impervious,  Inflow Depth > 2.26"    for  10-Year Event event
Inflow = 9.51 cfs @ 12.06 hrs,  Volume= 0.671 af
Outflow = 9.48 cfs @ 12.06 hrs,  Volume= 0.671 af,  Atten= 0%,  Lag= 0.1 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Max. Velocity= 8.46 fps,  Min. Travel Time= 0.1 min
Avg. Velocity = 2.98 fps,  Avg. Travel Time= 0.2 min

Peak Storage= 43 cf @ 12.06 hrs
Average Depth at Peak Storage= 0.70'
Bank-Full Depth= 2.50'  Flow Area= 4.9 sf,  Capacity= 55.67 cfs

30.0"  Round Pipe
n= 0.013  Cast iron, coated
Length= 38.0'   Slope= 0.0184 '/'
Inlet Invert= 89.00',  Outlet Invert= 88.30'

Reach 3R: 30" CI Pipe
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Inflow Area=3.568 ac
Avg. Flow Depth=0.70'

Max Vel=8.46 fps
30.0"

Round Pipe
n=0.013
L=38.0'

S=0.0184 '/'
Capacity=55.67 cfs

9.51 cfs
9.48 cfs
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Summary for Reach SP1: Study Point 1

Inflow Area = 3.568 ac, 59.10% Impervious,  Inflow Depth > 2.26"    for  10-Year Event event
Inflow = 9.48 cfs @ 12.06 hrs,  Volume= 0.671 af
Outflow = 9.48 cfs @ 12.06 hrs,  Volume= 0.671 af,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs

Reach SP1: Study Point 1
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Inflow Area=3.568 ac
9.48 cfs

9.48 cfs
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Summary for Reach SP2: Study Point 2

Inflow Area = 18.057 ac, 11.03% Impervious,  Inflow Depth > 1.02"    for  10-Year Event event
Inflow = 13.80 cfs @ 12.27 hrs,  Volume= 1.533 af
Outflow = 13.80 cfs @ 12.27 hrs,  Volume= 1.533 af,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs

Reach SP2: Study Point 2
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Inflow Area=18.057 ac
13.80 cfs

13.80 cfs
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Summary for Pond 1P: CB #1

Inflow Area = 1.402 ac, 64.93% Impervious,  Inflow Depth > 2.69"    for  10-Year Event event
Inflow = 4.81 cfs @ 12.03 hrs,  Volume= 0.314 af
Outflow = 4.81 cfs @ 12.03 hrs,  Volume= 0.314 af,  Atten= 0%,  Lag= 0.0 min
Primary = 4.81 cfs @ 12.03 hrs,  Volume= 0.314 af

Routing by Stor-Ind method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Peak Elev= 91.98' @ 12.03 hrs

Device Routing     Invert Outlet Devices
#1 Primary 90.90' 18.0"  Round Culvert   L= 138.0'   Ke= 0.500   

Inlet / Outlet Invert= 90.90' / 89.50'   S= 0.0101 '/'   Cc= 0.900   
n= 0.013  Corrugated PE, smooth interior,  Flow Area= 1.77 sf   

Primary OutFlow  Max=4.61 cfs @ 12.03 hrs  HW=91.95'   (Free Discharge)
1=Culvert  (Inlet Controls 4.61 cfs @ 3.49 fps)

Pond 1P: CB #1
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Inflow Area=1.402 ac
Peak Elev=91.98'

18.0"
Round Culvert

n=0.013
L=138.0'

S=0.0101 '/'

4.81 cfs
4.81 cfs
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Summary for Pond 2P: Grease/Oil Separator

Inflow Area = 0.367 ac,100.00% Impervious,  Inflow Depth > 3.87"    for  10-Year Event event
Inflow = 1.71 cfs @ 12.03 hrs,  Volume= 0.119 af
Outflow = 1.71 cfs @ 12.03 hrs,  Volume= 0.119 af,  Atten= 0%,  Lag= 0.0 min
Primary = 1.71 cfs @ 12.03 hrs,  Volume= 0.119 af

Routing by Stor-Ind method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Peak Elev= 103.62' @ 12.03 hrs

Device Routing     Invert Outlet Devices
#1 Primary 92.20' 6.0"  Round Culvert   L= 112.0'   Ke= 0.500   

Inlet / Outlet Invert= 92.20' / 91.10'   S= 0.0098 '/'   Cc= 0.900   
n= 0.013  Corrugated PE, smooth interior,  Flow Area= 0.20 sf   

Primary OutFlow  Max=1.64 cfs @ 12.03 hrs  HW=102.80'   (Free Discharge)
1=Culvert  (Barrel Controls 1.64 cfs @ 8.34 fps)

Pond 2P: Grease/Oil Separator
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Inflow Area=0.367 ac
Peak Elev=103.62'
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Round Culvert

n=0.013
L=112.0'

S=0.0098 '/'
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Time span=5.00-20.00 hrs, dt=0.05 hrs, 301 points
Runoff by SCS TR-20 method, UH=SCS, Weighted-CN

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=16,000 sf   100.00% Impervious   Runoff Depth>4.51"Subcatchment 1S: Sub #1
   Flow Length=105'   Slope=0.0100 '/'   Tc=1.7 min   CN=98   Runoff=1.99 cfs  0.138 af

Runoff Area=7,290 sf   98.22% Impervious   Runoff Depth>4.43"Subcatchment 2S: Sub #2
   Flow Length=135'   Tc=1.5 min   CN=97   Runoff=0.90 cfs  0.062 af

Runoff Area=94,385 sf   55.33% Impervious   Runoff Depth>2.52"Subcatchment 3S: Sub #3
   Flow Length=489'   Tc=5.7 min   CN=77   Runoff=6.79 cfs  0.455 af

Runoff Area=54,965 sf   54.93% Impervious   Runoff Depth>2.70"Subcatchment 4S: Sub #4
   Flow Length=283'   Tc=1.9 min   CN=79   Runoff=4.68 cfs  0.284 af

Runoff Area=37,760 sf   43.64% Impervious   Runoff Depth>2.52"Subcatchment 5S: Sub #5
   Flow Length=422'   Tc=1.2 min   CN=77   Runoff=3.03 cfs  0.182 af

Runoff Area=723,930 sf   7.22% Impervious   Runoff Depth>1.29"Subcatchment 6S: Off-Site Drainage
   Flow Length=1,426'   Tc=17.1 min   CN=61   Runoff=18.10 cfs  1.784 af

Runoff Area=7,670 sf   55.80% Impervious   Runoff Depth>3.46"Subcatchment 7S: Sub #7
   Flow Length=132'   Tc=0.7 min   CN=87   Runoff=0.84 cfs  0.051 af

Avg. Flow Depth=0.39'   Max Vel=8.32 fps   Inflow=3.03 cfs  0.182 afReach 1R: New 18" PE Culvert
18.0"  Round Pipe   n=0.013   L=124.0'   S=0.0395 '/'   Capacity=20.88 cfs   Outflow=2.97 cfs  0.182 af

Avg. Flow Depth=0.87'   Max Vel=17.00 fps   Inflow=18.10 cfs  1.784 afReach 2R: New 18" PE Pipe
18.0"  Round Pipe   n=0.013   L=48.0'   S=0.0729 '/'   Capacity=28.36 cfs   Outflow=18.09 cfs  1.784 af

Avg. Flow Depth=0.78'   Max Vel=9.01 fps   Inflow=11.88 cfs  0.837 afReach 3R: 30" CI Pipe
30.0"  Round Pipe   n=0.013   L=38.0'   S=0.0184 '/'   Capacity=55.67 cfs   Outflow=11.84 cfs  0.837 af

   Inflow=11.84 cfs  0.837 afReach SP1: Study Point 1
   Outflow=11.84 cfs  0.837 af

   Inflow=20.11 cfs  2.119 afReach SP2: Study Point 2
   Outflow=20.11 cfs  2.119 af

Peak Elev=92.13'   Inflow=5.85 cfs  0.382 afPond 1P: CB #1
18.0"  Round Culvert  n=0.013  L=138.0'  S=0.0101 '/'   Outflow=5.85 cfs  0.382 af

Peak Elev=107.81'   Inflow=1.99 cfs  0.138 afPond 2P: Grease/Oil Separator
6.0"  Round Culvert  n=0.013  L=112.0'  S=0.0098 '/'   Outflow=1.99 cfs  0.138 af

Total Runoff Area = 21.625 ac   Runoff Volume = 2.956 af   Average Runoff Depth = 1.64"
81.04% Pervious = 17.525 ac     18.96% Impervious = 4.100 ac
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Summary for Subcatchment 1S: Sub #1

Runoff = 1.99 cfs @ 12.03 hrs,  Volume= 0.138 af,  Depth> 4.51"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  25-Year Event Rainfall=5.10"

Area (sf) CN Description
16,000 98 Water Surface, HSG C
16,000 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.7 105 0.0100 1.02 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

Subcatchment 1S: Sub #1

Runoff
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Type III 24-hr
25-Year Event Rainfall=5.10"

Runoff Area=16,000 sf
Runoff Volume=0.138 af

Runoff Depth>4.51"
Flow Length=105'

Slope=0.0100 '/'
Tc=1.7 min

CN=98

1.99 cfs
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Summary for Subcatchment 2S: Sub #2

Runoff = 0.90 cfs @ 12.02 hrs,  Volume= 0.062 af,  Depth> 4.43"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  25-Year Event Rainfall=5.10"

Area (sf) CN Description
7,160 98 Water Surface, HSG C

130 39 >75% Grass cover, Good, HSG A
7,290 97 Weighted Average

130 1.78% Pervious Area
7,160 98.22% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.3 100 0.0200 1.33 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

0.2 35 0.0257 3.25 Shallow Concentrated Flow, BC
Paved   Kv= 20.3 fps

1.5 135 Total

Subcatchment 2S: Sub #2
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Type III 24-hr
25-Year Event Rainfall=5.10"

Runoff Area=7,290 sf
Runoff Volume=0.062 af

Runoff Depth>4.43"
Flow Length=135'

Tc=1.5 min
CN=97

0.90 cfs
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Summary for Subcatchment 3S: Sub #3

Runoff = 6.79 cfs @ 12.09 hrs,  Volume= 0.455 af,  Depth> 2.52"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  25-Year Event Rainfall=5.10"

Area (sf) CN Description
52,220 98 Water Surface, HSG C
19,795 39 >75% Grass cover, Good, HSG A
19,830 61 >75% Grass cover, Good, HSG B
2,540 74 >75% Grass cover, Good, HSG C

94,385 77 Weighted Average
42,165 44.67% Pervious Area
52,220 55.33% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

3.3 35 0.0400 0.18 Sheet Flow, AB
Grass: Short   n= 0.150   P2= 3.00"

0.8 55 0.0200 1.18 Sheet Flow, BC
Smooth surfaces   n= 0.011   P2= 3.00"

0.1 45 0.3333 8.66 Shallow Concentrated Flow, CD
Grassed Waterway   Kv= 15.0 fps

0.7 169 0.0100 3.98 15.92 Channel Flow, DE
Area= 4.0 sf  Perim= 7.3'  r= 0.55'
n= 0.025  Earth, clean & straight

0.5 76 0.0132 2.33 Shallow Concentrated Flow, EF
Paved   Kv= 20.3 fps

0.1 36 0.1389 5.59 Shallow Concentrated Flow, FG
Grassed Waterway   Kv= 15.0 fps

0.2 73 0.0274 6.59 26.35 Channel Flow, GH
Area= 4.0 sf  Perim= 7.3'  r= 0.55'
n= 0.025  Earth, clean & straight

5.7 489 Total
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Subcatchment 3S: Sub #3

Runoff

Hydrograph

Time  (hours)
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Type III 24-hr
25-Year Event Rainfall=5.10"

Runoff Area=94,385 sf
Runoff Volume=0.455 af

Runoff Depth>2.52"
Flow Length=489'

Tc=5.7 min
CN=77

6.79 cfs
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Summary for Subcatchment 4S: Sub #4

Runoff = 4.68 cfs @ 12.04 hrs,  Volume= 0.284 af,  Depth> 2.70"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  25-Year Event Rainfall=5.10"

Area (sf) CN Description
30,190 98 Water Surface, HSG C
12,440 39 >75% Grass cover, Good, HSG A
12,335 74 >75% Grass cover, Good, HSG C
54,965 79 Weighted Average
24,775 45.07% Pervious Area
30,190 54.93% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.3 100 0.0180 1.28 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

0.2 36 0.0200 2.87 Shallow Concentrated Flow, BC
Paved   Kv= 20.3 fps

0.4 147 0.0259 6.41 25.62 Channel Flow, CD
Area= 4.0 sf  Perim= 7.3'  r= 0.55'
n= 0.025  Earth, clean & straight

1.9 283 Total

Subcatchment 4S: Sub #4
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Type III 24-hr
25-Year Event Rainfall=5.10"

Runoff Area=54,965 sf
Runoff Volume=0.284 af

Runoff Depth>2.70"
Flow Length=283'

Tc=1.9 min
CN=79

4.68 cfs
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Summary for Subcatchment 5S: Sub #5

Runoff = 3.03 cfs @ 12.02 hrs,  Volume= 0.182 af,  Depth> 2.52"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  25-Year Event Rainfall=5.10"

Area (sf) CN Description
16,480 98 Water Surface, HSG C
7,625 39 >75% Grass cover, Good, HSG A

13,655 74 >75% Grass cover, Good, HSG C
37,760 77 Weighted Average
21,280 56.36% Pervious Area
16,480 43.64% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.4 35 0.0500 1.56 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

0.8 387 0.0449 8.43 33.74 Channel Flow, BC
Area= 4.0 sf  Perim= 7.3'  r= 0.55'
n= 0.025  Earth, clean & straight

1.2 422 Total

Subcatchment 5S: Sub #5
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Type III 24-hr
25-Year Event Rainfall=5.10"

Runoff Area=37,760 sf
Runoff Volume=0.182 af

Runoff Depth>2.52"
Flow Length=422'

Tc=1.2 min
CN=77

3.03 cfs
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Summary for Subcatchment 6S: Off-Site Drainage

Runoff = 18.10 cfs @ 12.26 hrs,  Volume= 1.784 af,  Depth> 1.29"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  25-Year Event Rainfall=5.10"

Area (sf) CN Description
17,810 98 Water Surface, 0% imp, HSG C

261,360 68 1 acre lots, 20% imp, HSG B
444,760 55 Woods, Good, HSG B
723,930 61 Weighted Average
671,658 92.78% Pervious Area
52,272 7.22% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.1 6 0.0200 0.76 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

9.4 94 0.0213 0.17 Sheet Flow, BC
Grass: Short   n= 0.150   P2= 3.00"

6.3 550 0.0836 1.45 Shallow Concentrated Flow, CD
Woodland   Kv= 5.0 fps

1.3 776 0.0657 9.69 58.13 Channel Flow, DE
Area= 6.0 sf  Perim= 9.0'  r= 0.67'
n= 0.030  Earth, clean & winding

17.1 1,426 Total
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Subcatchment 6S: Off-Site Drainage

Runoff

Hydrograph
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Type III 24-hr
25-Year Event Rainfall=5.10"

Runoff Area=723,930 sf
Runoff Volume=1.784 af

Runoff Depth>1.29"
Flow Length=1,426'

Tc=17.1 min
CN=61

18.10 cfs
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Summary for Subcatchment 7S: Sub #7

Runoff = 0.84 cfs @ 12.01 hrs,  Volume= 0.051 af,  Depth> 3.46"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Type III 24-hr  25-Year Event Rainfall=5.10"

Area (sf) CN Description
4,280 98 Water Surface, HSG C
3,390 74 >75% Grass cover, Good, HSG C
7,670 87 Weighted Average
3,390 44.20% Pervious Area
4,280 55.80% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.5 39 0.0256 1.22 Sheet Flow, AB
Smooth surfaces   n= 0.011   P2= 3.00"

0.2 93 0.0753 9.10 36.41 Channel Flow, BC
Area= 4.0 sf  Perim= 7.3'  r= 0.55'
n= 0.030  Earth, clean & winding

0.7 132 Total

Subcatchment 7S: Sub #7
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Type III 24-hr
25-Year Event Rainfall=5.10"

Runoff Area=7,670 sf
Runoff Volume=0.051 af

Runoff Depth>3.46"
Flow Length=132'

Tc=0.7 min
CN=87

0.84 cfs
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Summary for Reach 1R: New 18" PE Culvert

Inflow Area = 0.867 ac, 43.64% Impervious,  Inflow Depth > 2.52"    for  25-Year Event event
Inflow = 3.03 cfs @ 12.02 hrs,  Volume= 0.182 af
Outflow = 2.97 cfs @ 12.03 hrs,  Volume= 0.182 af,  Atten= 2%,  Lag= 0.6 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Max. Velocity= 8.32 fps,  Min. Travel Time= 0.2 min
Avg. Velocity = 3.12 fps,  Avg. Travel Time= 0.7 min

Peak Storage= 45 cf @ 12.03 hrs
Average Depth at Peak Storage= 0.39'
Bank-Full Depth= 1.50'  Flow Area= 1.8 sf,  Capacity= 20.88 cfs

18.0"  Round Pipe
n= 0.013  Corrugated PE, smooth interior
Length= 124.0'   Slope= 0.0395 '/'
Inlet Invert= 96.00',  Outlet Invert= 91.10'

Reach 1R: New 18" PE Culvert

Inflow
Outflow
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Inflow Area=0.867 ac
Avg. Flow Depth=0.39'

Max Vel=8.32 fps
18.0"

Round Pipe
n=0.013
L=124.0'

S=0.0395 '/'
Capacity=20.88 cfs

3.03 cfs

2.97 cfs
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Summary for Reach 2R: New 18" PE Pipe

Inflow Area = 16.619 ac, 7.22% Impervious,  Inflow Depth > 1.29"    for  25-Year Event event
Inflow = 18.10 cfs @ 12.26 hrs,  Volume= 1.784 af
Outflow = 18.09 cfs @ 12.27 hrs,  Volume= 1.784 af,  Atten= 0%,  Lag= 0.1 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Max. Velocity= 17.00 fps,  Min. Travel Time= 0.0 min
Avg. Velocity = 8.67 fps,  Avg. Travel Time= 0.1 min

Peak Storage= 51 cf @ 12.26 hrs
Average Depth at Peak Storage= 0.87'
Bank-Full Depth= 1.50'  Flow Area= 1.8 sf,  Capacity= 28.36 cfs

18.0"  Round Pipe
n= 0.013  Corrugated PE, smooth interior
Length= 48.0'   Slope= 0.0729 '/'
Inlet Invert= 111.50',  Outlet Invert= 108.00'

Reach 2R: New 18" PE Pipe
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Inflow Area=16.619 ac
Avg. Flow Depth=0.87'

Max Vel=17.00 fps
18.0"

Round Pipe
n=0.013
L=48.0'

S=0.0729 '/'
Capacity=28.36 cfs

18.10 cfs
18.09 cfs
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Summary for Reach 3R: 30" CI Pipe

Inflow Area = 3.568 ac, 59.10% Impervious,  Inflow Depth > 2.82"    for  25-Year Event event
Inflow = 11.88 cfs @ 12.06 hrs,  Volume= 0.837 af
Outflow = 11.84 cfs @ 12.06 hrs,  Volume= 0.837 af,  Atten= 0%,  Lag= 0.1 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Max. Velocity= 9.01 fps,  Min. Travel Time= 0.1 min
Avg. Velocity = 3.19 fps,  Avg. Travel Time= 0.2 min

Peak Storage= 50 cf @ 12.06 hrs
Average Depth at Peak Storage= 0.78'
Bank-Full Depth= 2.50'  Flow Area= 4.9 sf,  Capacity= 55.67 cfs

30.0"  Round Pipe
n= 0.013  Cast iron, coated
Length= 38.0'   Slope= 0.0184 '/'
Inlet Invert= 89.00',  Outlet Invert= 88.30'

Reach 3R: 30" CI Pipe
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Inflow Area=3.568 ac
Avg. Flow Depth=0.78'

Max Vel=9.01 fps
30.0"

Round Pipe
n=0.013
L=38.0'

S=0.0184 '/'
Capacity=55.67 cfs

11.88 cfs
11.84 cfs
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Summary for Reach SP1: Study Point 1

Inflow Area = 3.568 ac, 59.10% Impervious,  Inflow Depth > 2.81"    for  25-Year Event event
Inflow = 11.84 cfs @ 12.06 hrs,  Volume= 0.837 af
Outflow = 11.84 cfs @ 12.06 hrs,  Volume= 0.837 af,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs

Reach SP1: Study Point 1
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Inflow Area=3.568 ac
11.84 cfs

11.84 cfs
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Summary for Reach SP2: Study Point 2

Inflow Area = 18.057 ac, 11.03% Impervious,  Inflow Depth > 1.41"    for  25-Year Event event
Inflow = 20.11 cfs @ 12.26 hrs,  Volume= 2.119 af
Outflow = 20.11 cfs @ 12.26 hrs,  Volume= 2.119 af,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs

Reach SP2: Study Point 2
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Inflow Area=18.057 ac
20.11 cfs

20.11 cfs
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Summary for Pond 1P: CB #1

Inflow Area = 1.402 ac, 64.93% Impervious,  Inflow Depth > 3.27"    for  25-Year Event event
Inflow = 5.85 cfs @ 12.03 hrs,  Volume= 0.382 af
Outflow = 5.85 cfs @ 12.03 hrs,  Volume= 0.382 af,  Atten= 0%,  Lag= 0.0 min
Primary = 5.85 cfs @ 12.03 hrs,  Volume= 0.382 af

Routing by Stor-Ind method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Peak Elev= 92.13' @ 12.03 hrs

Device Routing     Invert Outlet Devices
#1 Primary 90.90' 18.0"  Round Culvert   L= 138.0'   Ke= 0.500   

Inlet / Outlet Invert= 90.90' / 89.50'   S= 0.0101 '/'   Cc= 0.900   
n= 0.013  Corrugated PE, smooth interior,  Flow Area= 1.77 sf   

Primary OutFlow  Max=5.61 cfs @ 12.03 hrs  HW=92.09'   (Free Discharge)
1=Culvert  (Inlet Controls 5.61 cfs @ 3.72 fps)

Pond 1P: CB #1
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Inflow Area=1.402 ac
Peak Elev=92.13'

18.0"
Round Culvert

n=0.013
L=138.0'

S=0.0101 '/'

5.85 cfs
5.85 cfs
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Summary for Pond 2P: Grease/Oil Separator

Inflow Area = 0.367 ac,100.00% Impervious,  Inflow Depth > 4.51"    for  25-Year Event event
Inflow = 1.99 cfs @ 12.03 hrs,  Volume= 0.138 af
Outflow = 1.99 cfs @ 12.03 hrs,  Volume= 0.138 af,  Atten= 0%,  Lag= 0.0 min
Primary = 1.99 cfs @ 12.03 hrs,  Volume= 0.138 af

Routing by Stor-Ind method, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Peak Elev= 107.81' @ 12.03 hrs

Device Routing     Invert Outlet Devices
#1 Primary 92.20' 6.0"  Round Culvert   L= 112.0'   Ke= 0.500   

Inlet / Outlet Invert= 92.20' / 91.10'   S= 0.0098 '/'   Cc= 0.900   
n= 0.013  Corrugated PE, smooth interior,  Flow Area= 0.20 sf   

Primary OutFlow  Max=1.90 cfs @ 12.03 hrs  HW=106.70'   (Free Discharge)
1=Culvert  (Barrel Controls 1.90 cfs @ 9.69 fps)

Pond 2P: Grease/Oil Separator

Inflow
Primary

Hydrograph

Time  (hours)
201918171615141312111098765

F
lo

w
  (

cf
s)

2

1

0

Inflow Area=0.367 ac
Peak Elev=107.81'

6.0"
Round Culvert

n=0.013
L=112.0'

S=0.0098 '/'

1.99 cfs
1.99 cfs
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